
Interconnection Procedure Flow Chart - A1

Is Project
>500 kW

Go to A2

Is Project
>15 kW

Registration form filed under Rule 5.100
constitutes a Rule 5.500 interconnection application

Interconnection Requester (IR)
files appropriate size based 5.500 Application Form with 

Interconnection Utility (IU)

Is Application
Complete?

IU adds Project to Interconnection Queue

Is Project
>150 kW

Is Project
Export Capacity <=15 kW

AND
Nameplate Rating <=50kW

IU must notify IR within 7 days of receipt of
Application [5.510(A)].  Must include a list detailing all

information that must be provided to complete

IR fixes deficiencies

YES

NO

YES

NO

YES

NO

Screening Criteria
• The proposed Project must meet current requirements per 

Section 5.520 regarding inverter and Project equipment package 
certification

• The proposed Point of Interconnection is not a transmission line
• The aggregate Export Capacity, including the Export Capacity of 

the proposed Project, on a distribution circuit will not cause any 
customer equipment or distribution equipment, including but 
not limited to conductors, distribution transformers, and fuse 
cutouts, to exceed the equipment’s thermal ratings

Preliminary Review (PR)
• The project will be reviewed by the IU using the criteria set forth in 

5.512(D)

YES NO

The IU must notify the IR in writing of any interconnection issues by 
the 31st day following a complete application.

The letter must include a recommendation as to how the 
interconnection issues could be resolved by the IR or state 

whether additional analysis is required

Is additional
analysis

required?

Go to A2
The IU must communicate any issues directly with the IR by the

15th day following a complete application via ePUC

YES

Interconnection Agreement (IA) provided to IR for
All Projects >150 kW

and
Projects <=150 kW with operating restrictions or requirements

within 7 days of completion of Screening Criteria or PR

NO

Go to A2If IA provided

YES

NO



Interconnection Procedure Flow Chart - A2

From A1
Interconnection Requester (IR)

files 5.500 Application Form with
Interconnection Utility (IU)

IU must notify IR within 7 days of receipt of
Application [5.511(A)]

IU adds Project to Interconnection Queue

IU must notify IR 
within 14 days of receipt
of Application [5.511(B)]

whether complete or incomplete.

Is Application 
Complete?

IR fixes deficiencies

14 Days to Review  

NO

YES

Preliminary Review (PR)
Within 30 days after the application is complete, the IU must
perform a review of the Project under the Preliminary Review
screening criteria set forth in 5.512(D) and convey in writing if

additional study is required

Passes 5.512(D)?

Optional Scoping
meeting scheduled and

held within
14 days

of notification of
Preliminary Screen

failure.

Feasibility
Study

(FEAS)
Required?

From A1

NO

Facilities or 
system upgrades that are 

not of a routine and
uncomplicated nature 

needed?

YES

IU provides IR with
FEAS Agreement and
estimated cost within

7 days
of Scoping Meeting or
decision not to have

one

IR returns executed
copy of FEAS

Agreement with
payment to IU within

21 days

IR returns executed
copy of FACS

Agreement with
payment to IU within

30 days

IR returns executed
copy of SIS

Agreement with
payment to IU within

21 days

IU conducts FEAS
and transmits FEAS

report to IR within
45 days

IU conducts SIS and
transmits SIS report

to IR
within 60 days if

FEAS was performed,
within 90 days if not

IU provides IR with
FACS Agreement and
estimated cost within

7 days
of completion of

PR/FEAS/SIS

IU conducts FACS
and transmits FACS

report to IR
within 60 days if

system upgrades are
required, within
30 days if only

interconnection
facilities are required

IU provides IR with
SIS Agreement and

estimated cost within
7 days

of completion of FEAS
or determination that
FEAS is not needed

System Impact
Study (SIS)
Required?

Facilities
Study

(FACS)
Required?

If potential impacts on transmission system or Non-Jurisdictional Affected Utility -
IU must notify Affected Systems within 7 days of FEAS/SIS transmittal

Interconnection Agreement (IA)

IU will provide IR with an executable IA 
based on the furthest step in the

Interconnection Procedure Flow Chart

Within 7 days of completion of PR
or

Within 14 days of completion of FEAS
or

Within 21 days of completion of SIS/FACS

IR's Application will be deemed
withdrawn and IR will lose is 

Interconnection Queue position unless IR
returns the executed IA by the later of:

3 months after provision of IA
30 days after CPG issuance

But in no case later than
1 year after provision of IA

From A1

YES

YES

YES

NO

NO

YES

NO

NO
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